Abstract: Increasing attention has been given to energy utilization in Turkey. In this report, we present an energy efficiency evaluation and economic feasibility analysis of a geothermal heating and cooling system (GSHP) and a mechanical compression water chiller system (ACHP) to improve the energy utilization efficiency and reduce the primary energy demand for industrial use. Analyses of a mechanical water chiller unit, GSW 180, and geothermal heating and cooling system, EAR 431 SK, were conducted in experimental working areas of the office buildings in a cigarette factory in Mersin, Turkey. The heating and cooling loads of the cigarette factory building were calculated, and actual thermal data were collected and analyzed. To calculate these loads, the cooling load temperature difference method was used. It was concluded that the geothermal heating and cooling system was more useful and productive and provides substantial economic benefits.
Introduction
The geographical location of Turkey has several advantages for the extensive use of most energy sources. It is in a humid and warm climatic belt that includes most of Europe, and the Mediterranean climate is predominant across most of Turkey's coastal areas. The country is surrounded by seas on three sides: the Black Sea to the north, the Aegean Sea to the west, and the Mediterranean Sea to the south. Energy production and the economical use of energy are now and will remain in the near future on Turkey's political agenda. From the viewpoint of sustainability, district heating is a promising option for supplying heat to industrial plants in urban areas. The energy convenience of such an option depends on the annual energy needs, population density, and efficiency of heat production. Among the various technologies that are available, geothermal heating systems are a promising option [1, 2] .
Heat pump systems are regarded as energy-efficient devices for the heating and cooling of buildings. Because lighting, heating, ventilation, and air conditioning compose most of a building's energy usage, it is vital that the thermal performance of buildings and mechanical systems are well understood and optimized to achieve energy-efficient buildings. The mechanical systems of a building also include heating, ventilation, and air conditioning (HVAC) systems as well as the related equipment. Thus, buildings' HVAC systems have significant potential for energy conservation improvement. A combined solar heat pump system has been studied for residential heating in Turkey. The authors compared experimental and theoretical results for residential heating. The performance of a household heating system with a ground-coupled heat pump was modeled and analyzed [3] [4] [5] , and an economic comparison of ground-source heat pumps using petroleum, natural gas, and electricity was conducted. Techno-economic analysis of a ground-source heat pump system and six conventional heating systems for the climatic conditions of Turkey in the heating season from [2002] [2003] have been reported for hot climates, such as in the Mediterranean coast. The authors show that ground source heat pump systems (GSHP) represent a viable alternative to air conditioning heat pump systems (ACHP) and conventional cooling and heating systems. The cost of a ground-source heat pump system is greater than that of a conventional system. Cooling load calculations for schools have been conducted for the Mediterranean climate. The temperature distributions were measured in the ground for the period between summer 1999 and spring 2001. The investigation was performed for two differently covered ground surfaces. The authors compared the load calculation method that was suggested by ASHRAE, namely, the RTS, and the CLTD/SCL/CLF method, which has been available for some time and is known to be a simple method. In comparison with the CLTD/SCL/CLF method, the results showed that the RTS was 10% higher for 1200-1500 hours and 10% lower for the remaining period [6] [7] [8] [9] [10] [11] [12] . Using a computer model, the effect of various system parameters on GSHP performance were studied. Additionally, a comparative economic evaluation was carried out to assess the feasibility of using a GSHP in place of conventional heating/cooling systems and an air source heat pump. The results indicated that system parameters can have a significant effect on performance and that GSHP was economically preferable to conventional systems [13] . They compared the test results of water-to-air heat-pumps with high cooling efficiency for ground-coupled applications in the USA and stated that water-source heat pumps offer many performance advantages over air-source heat pumps [14] . Computer simulations for three different ground types at five different station temperatures were conducted. It has been observed that the performance of a ground-source heat pump depends on the moisture content and ground type [15] . A study was also conducted on an experimental facility to analyze the feasibility of using ground-source heat pump systems for bridge deck de-icing. From the simulations, the design of the horizontal-type ground heat exchanger was found to be more cost effective than the vertical-type ground heat exchanger in terms of the installation cost. An implicit formulation has been reported to be more accurate than an explicit method [16, 17] . The operating efficiencies of multiple air-cooled chiller plants and the options for improving system design and efficiency were presented [18] .
In the present study, an energy effıciency evaluation and economic feasibility analysis of a mechanical water chiller and geothermal-source heating and cooling systems were conducted in the experimental working area of office buildings in a cigarette factory in Mersin, Turkey. The mechanical compression water chiller and geothermal heating and cooling system were assessed using a sample analysis method for heating and cooling loads. The heating and cooling loads of the cigarette factory building were calculated, and the actual thermal data were collected and analyzed. To calculate these loads, the cooling load temperature difference method was used.
Method
In Turkey, HVAC systems are designed using peak outdoor design conditions. The peak load occurs for only a few hours each year, and the peak loads on different sides of a building often occur at different times of the day and in different months. This discrepancy may lead to an uneconomic design and over-sizing may result in HVAC applications. "Heat pump chiller" is a broad term that describes an overall package, including a refrigeration plant, a heat pump chiller, and an air-cooled or water-cooled condenser. Air-cooled heat pump chillers absorb heat from processed water, and this heat can then be transferred to the air around the heat pump chiller. These chillers are generally used in applications when the additional heat that they discharge is not an undesirable factor or is used to warm plants during the winter. Water-cooled heat pump chillers absorb heat from processed water and transfer it to a separate water source, such as a cooling tower, river, or pond. Ground-source heat pump systems offer an attractive alternative for both residential and commercial heating and cooling applications because of their higher energy efficiencies compared to those of conventional systems. These types of buildings are generally cooling-dominated and therefore transfer more heat to the ground then they extract on an annual basis. As a result, the required ground-loop heat exchanger length is significantly greater than would be required if the annual loads were balanced.
An industrial facility with an air conditioning system (24 °C dry-bulb temperature and 50% relative humidity) that was located in Mersin, Turkey, was chosen as the sample building in this research. At 36°49′ N and 34°36′ E, Mersin has a hot and humid Mediterranean climate. Mersin is the largest city on the Mediterranean coast of southwestern Turkey. The area is shielded from the cold, northerly winds by the Taurus Mountain range and has a characteristically Mediterranean climate. Approximately 300 days of the year are sunny, and the air temperature can reach the 40 °C range in July and August.
Air Conditioning Load Calculation
Heating and cooling loads are defined as the thermal energies that must be supplied to or removed from the interior of a building to maintain the desired comfort conditions. Once the loads have been established, one can proceed to the supply side to determine the performance of the required heating and cooling equipment.
Of primary concern to the designer are the maximum, or peak, loads because these determine the capacity of the equipment. The calculated loads presented here do not take into account the losses in the distribution system. These losses can be quite significant, especially in the case of uninsulated ducts and should be taken into account in the analysis of a HVAC system.
Cooling Load Calculation
Heat gain is the rate at which energy is transferred to or generated within a space. It has two components-sensible heat and latent heat-that must be computed and tabulated separately.
The cooling load is the rate at which energy must be removed from a space to maintain the temperature and humidity at the design values. The cooling load will generally differ from the heat gain because the radiation from the inside surface of walls and interior objects, as well as the solar radiation coming directly into the space through openings, does not directly heat the air within the space. Floors, interior walls, and furniture absorb most of this radiant energy, and these are then primarily cooled by convection because they attain temperatures higher than that of the air in the room. Only when the air in the room receives energy by convection does this energy become part of the cooling load.
CLTD/SCL/CLF Method
The CLTD/SCL/CLF method makes use of a temperature difference (CLTD) of walls and roofs, solar cooling factors (SCL) with respect to solar gain through windows, and cooling load factors (CLF) for internal heat sources. The CLF is dependent on the zone type. The CLTD, SCL, and CLF vary with time and are functions of the environmental conditions and building parameters. They are derived from computer solutions using the transfer function procedure. The calculation procedure is similar for walls and roofs as well as conduction through glass. A different procedure is used for the glass solar gain. The conductive cooling load is calculated from Equation (1):
where U is the heat transfer coefficient, A is the area, and CLTD is the cooling load temperature difference. The CLTD accounts for the thermal response to heat transfer through the wall or roof, as well as the response to the radiation of part of the energy from the interior surface of the wall to objects within the space. The tabulated CLTD must be corrected for inside and outside temperatures by using Equations (2) and (3):
and ( )
where ti is the actual inside design dry-bulb temperature, tom is the mean outside design dry-bulb temperature, to is the outside design dry-bulb temperature, and DR is the daily range. The cooling load per square meter of unshaded fenestration because of solar radiation that is transmitted through and absorbed by the glass is determined by Equation (4):
where SC is the shading coefficient and SCL is the solar cooling load. The SCL accounts for the variation of the solar heat gain with time, structure size, and geographical location. SCL is the solar cooling load, and SC is the shading coefficient. The ASHRAE procedure for estimating the solar heat gain assumes that a constant ratio exists between the solar heat gain through any given type of fenestration system and the solar heat gain through unshaded clear sheet glass. After the locations of shadow lines on the glass have been found, the glass SCL is calculated separately for the externally unshaded portions, externally shaded portions, and total glass solar cooling load by using Equations (5)- (7):
and
where qunsh is the unshaded heat transfer, Aunsh is the unshaded area, qsh is the shaded heat transfer, and Ash is the shaded heat transfer.
Internal sources of heat energy may significantly contribute to the total cooling load of a structure. These internal sources fall into general categories such as people, lights, and so on. The latent heat gain is computed from Equation (8):
and the sensible heat gain is given by
where SHG is the sensible heat gain, LHG is the latent heat gain, and N is the number of people and lights. The heat gain from human beings has two components: sensible and latent. The CLF depends on the total number of hours that the occupants are in the space and varies depending on the time of entry. The latent and sensible cooling load resulting from people is calculated by Equations (8) and (9) . Generally, the instantaneous rate of heat gain from electric lighting may be calculated from Equation (9) in combination with Equation (10):
where Fu, is the usage factor, Fs is the ballast factor, and W is the power. Table 1 indicates the usage factors for apartments, hotels, offices, and factories. The latent component of heat gain immediately becomes the cooling load. To obtain the CLF, the SCL resulting from the appliance is calculated using Equation (11) . When equipment is operated by an electric motor within a conditioned space, the heat equivalent is calculated as:
where P is the power, qm is the heat transfer of electric motor, Em is the motor efficiency, Fu is the use factor, and Fl is the motor load factor. Natural ventilation is the intentional displacement of air through specified openings, such as windows, doors, and ventilators. Mechanical ventilation moves air by fans. Recall that two components of heat gain exist for infiltration air: sensible, Equation (12), and latent, Equation (13) . Both are convective in nature and immediately yield the cooling load:
where Q is the volume flow rate, Cp is the specific heat, ΔW is the inside-outside air specific humidity difference, Δt is the inside-outside air temperature difference, hfg is the specific enthalpy of vaporization and ρ is the air density.
Heating Load Calculation
Calculating a heating load involves estimating the maximum probable heat loss of each room or space to be heated while maintaining a selected indoor air temperature during periods of designed outdoor weather conditions. Heat losses mainly include transmission and infiltration losses. Heat transfers through walls, ceilings, roofs, window glass, floors, and doors are all likely; these are referred to as transmission heat loss and are computed from Equation (14):
Infiltration is usually estimated based on the volume flow rate for outdoor conditions. In many cases, heat sources may affect the size of the heating plant and system operation and control. In industrial plants, different conditions exist and heat sources, if always available during occupancy, may be substituted for a portion of the heating requirements.
Geothermal Heating and Cooling

Ground Loops
Where the supply of groundwater or the ability to dispose of return water is not sufficient for liquid-to-air heat pump application or where regulations prohibit the use of the aquifer water source, water circulated through a closed pipe system buried in the ground can be used as a heat source and heat sink. Heat is transferred to and from the soil surrounding the pipe because of the temperature difference between the liquid in the pipe and the surrounding strata. These ground loops are generally categorized into seven basic systems: single-layer horizontal, two-layer horizontal, four-layer horizontal, single U-bend vertical, double U-bend vertical, pond (lake) loop, and open loop. A single-layer horizontal ground loop is shown in Figure 1 . The loop is a single length of plastic pipe laid in a single trench that is then backfilled. All of the water used for the heat source or sink flows through this single pipe system. A single-layer horizontal ground loop with a 3.80-cm pipe diameter was buried between 1.22 m and 1.83 m below the ground surface. Thus, a single-layer horizontal ground loop pipe length of 152.5 m was used to achieve a 3517 W cooling capacity. In areas where the pipes are laid in heavy wet soil with a high rate of heat absorption or rejection, a four-layer horizontal system can be installed. The depth and number of wells is determined by the type of earth material that is encountered and the cost of drilling. A double U-bend vertical system is shown in Figure 2 . This system uses two loops in each well. The system is optimized where the well depth is under 15.25 m in heavy wet soil with a high emissivity rate. It is the most difficult system to install and balance. 
Ground Loop Length
In geothermal heat pump systems, where the ground loop is designed for heating, the length of the heat converter (LH) should be calculated according to Equation (17) , while Equation (18) should be used for cooling (Lc) and to ensure that the lengths of both systems are taken into consideration and that the longest possible lengths are chosen:
where COPc and COPH are the performance coefficients computed from Equations (15) and (16); Lc and LH are the ground heat exchanger pipe lengths for cooling and heating, respectively; CC is the cooling capacity; HC is the heating capacity; qc is the cooling load, qh is the heating load, Wc is the cooling work; Tmax and Tmin are the maximum and minimum fluid temperatures, respectively; Ti and Th are the maximum and minimum soil temperatures, respectively; Rs is the soil resistance; Rp is the pipe-soil resistance; and Fc and FH are cooling and heating factors, respectively, where Fc = 0.6 and FH = 0.9 [18] .
Results and Discussions
Description of Sample Building
The cigarette factory building is located in Mersin, Turkey. It is a single story building with a gross area of 9806 m 2 , and Figure 3 shows its architectural plan. The building faces the northeast, and it is assumed that the building is used as an office center and manufacturing area.
The indoor rooms are maintained at a 23 °C dry-bulb temperature and 50% absolute humidity by an air conditioning system. The dry-bulb and wet-bulb temperatures were used as the outdoor air conditions. The outdoor design conditions affect building loads and economical design. Mersin has at a latitude and longitude of 36°49′ N and 34°36′ E, these conditions are given in Table 2 . Figure 3 . Layout of the working area and offices at a Mersin cigarette factory.
Description of Air Conditioning Systems
The air conditioning systems considered are shown in Figures 4 and 5 and are all-water type systems. The vast majority of heat pumps work on the vapor compression cycle principle. The main components in such a heat pump system are the compressor, the expansion valve and two heat exchangers, which are referred to as the evaporator and condenser. A volatile liquid, known as the working fluid or refrigerant, circulates through the four components. Geothermal heat pump systems are similar to ordinary heat pumps. GSHP systems use the ground heat source instead of outside air temperature to provide heating and air conditioning. 
Cooling Load Calculations for System Room
Determination of the cooling load of the building is necessary to design an air conditioning system. The cooling load consists of external loads via the building envelope and internal loads from people, lights, appliances, and other heat sources.
Roof
The cigarette factory building has a roof with the following specifications.
Layer
Unit for the 24 h solar time for July was calculated. Figure 6 shows the variation in the roof cooling load over time. at 18:00 am solar time for the KD wall was calculated using the ASHRAE design conditions. The R-value range was from 0.70-0.84, and the CLTD at 18:00 am was 15 °C. Figure 7 shows the variation in the wall cooling load over time. 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 To calculate the fenestration cooling load, the direct and diffuse heat gains should be determined. Figure 8 shows the variation in fenestration cooling load over time. 
People
The sensible and latent heat gains per person were 75 W and 55 W, respectively. Figure 9 shows the variation in the cooling load of people over time. 
Light
The total number of fluorescent lights upon which the heat gain was based was 20. Figure 10 shows the variation in light cooling load over time. 
Appliances and Equipment
In general, the system room had computer display terminals at most desks, along with other typical equipment. Figure 11 shows the variation in equipment cooling load over time. 
Total Cooling Load
The total cooling load is the sum of all of the cooling load components. The total cooling load of the building was calculated, and its variation with time is shown in Figure 12 . The results of the cooling and heating loads for different parts of the cigarette factory are given in Table 3 . 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 
COP Comparison of Heat Pump Chiller and Geothermal Heat Pump System
The COPs of the systems are plotted as a function of the monthly capacity. The heating COP of the geothermal based instrument was approximately four. As is seen from Figures 13 and 14 , the heating and cooling COP values of the chiller unit were lower than those of the geothermal unit. 
Economic Feasibility Analysis of the Mechanical Compression Water Chiller and Geothermal Heating and Cooling System
The economic feasibilities of the mechanical compression water chiller and geothermal heating and cooling system were compared.
Initial Costs
The initial cost of the geothermal heat pump system includes the purchase, installation, circulation pump, pipe loop, excavation, and fan coil costs. Table 4 shows the estimated costs of the two systems. The initial cost of the geothermal system is 62.3% higher than the initial cost of the chiller system. As shown in Table 4 , the initial set-up cost of the geothermal heat pump (GSW 180) is $21,003 and that of the air-cooled heat pump chiller (EAR 431 SK) system is $13,086. 
Maintenance Cost
Because of the design characteristics of the system, the maintenance interval for the air-cooled heat pump chiller system is longer than those of other systems. Because of its simplicity, a geothermal heating and cooling system requires lower maintenance and costs compared to an air-cooled heat pump chiller system. The maintenance cost for geothermal heat pump devices is $1320, while that of an air-cooled heat pump chiller was $1800 in early 2014. The maintenance cost of a geothermal heat pump for one year is 36% cheaper than that of an air-cooled heat pump chiller unit in 2014.
Operating Cost
To calculate the operating costs of the two systems, the partial load of the system under real operating conditions was calculated by multiplying the part load ratio of the system by the full load of the system. Figure 15 shows the seasonal average part load ratio (PLR) of the air conditioning system during the operation time. PLR is calculated as the ratio of the building requirement really supplied by the machine in the time step to the maximum energy which could be supplied in the same time interval in the case of continuous working at full capacity. The part load influence is taken into account by multiplying the full load COP. Next, the power used by the compressor in the chiller was calculated by dividing the part load of the system to the COP. Finally, the annual operating cost of the system was computed based on the electricity price and electricity consumption. In this study, an electricity price of 0.11 kWh/$ was used. The cooling period for Mersin covers 184 days between April 21 and October 21. The operating costs of the geothermal and chiller systems are given in Tables 5 and 6 . Figure 15 . Seasonal average part load ratio of air conditioning system during the operation period.
Life-Cycle Costs of the Two Systems
Economic analysis was performed for the air conditioning systems. The main calculation data are as follows for a 25-year lifespan.
Analyses of the system room results obtained under operating conditions during the cooling season are presented in Tables 5 and 6 and show that the operating cost of the geothermal heat pump system is 60% lower than that of the air-cooled heat pump chiller system when maintaining the living area of the factory at the desired comfort level. As seen in Figure 16 , the total cost (Geothermal PWC) of the geothermal heat pump system is 13.5% lower than that of the air-cooled heat pump chiller system (Chiller PWC) using the present worth-comparison method. Although the geothermal heat pump system saves $791/year (60%), the payback period is eight years, as shown in Figure 17 . 
Conclusions
Energy consumption in Turkey has been increasing steadily in parallel with the development of the country. Therefore, either more energy must be produced or energy consumption must be decreased. Utilizing the existing energy more carefully seems to be a more realistic approach than decreasing energy consumption. For this reason, new alternative solutions must be developed to utilize energy effectively. Considering the large amount of energy that is consumed for heating and cooling, the use of heat pump systems should be encouraged. Thus, the use of geothermal heat pumps instead of air, which is the primary energy source in Turkey, should be considered where it is available and suitable.
In Turkey, HVAC systems in industrial plants are designed based on the peak outdoor design conditions. The peak load occurs for only a few hours each year, and the peak loads on different sides of a building often occur at different times of the day and in different months. This discrepancy may lead to an uneconomic design, and over-sizing may result in HVAC applications. Considering the large amount of energy that is consumed for heating and cooling, the use of heat pump systems should be encouraged.
In this study, an air-cooled heat pump chiller and geothermal heating and cooling system were examined, and the cooling loads of a cigarette factory in Mersin were analyzed using the CLTD/SCL/CLF method. It is known that both systems have advantages and disadvantages. By taking the results of these analyses into consideration, these systems can be used separately or together depending on the region and on the expectations of the owner.
These results clearly show that buildings' HVAC systems, such as that of the cigarette factory analyzed in this study, have great potential for energy efficiency improvement. Because the energy consumption of a geothermal heat pump system is low and the ground-underground water temperature is stable throughout the year, geothermal-source heat pumps are attractive as heat sources. Consideration should be given to geothermal-source heat pump systems for the industrial sector in Turkey. In this way, the efficiencies of heating and cooling systems can be improved. Finally, considering the rapid growth of Turkey's energy consumption and imports in recent years, the use of geothermal heat pumps in these systems is more attractive than chillers and should be encouraged. 
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